INSTRUMENT MATERIAL LIST
OPEN  CLOSE  LOCAL  REMOTE
T | INSTRUMENT DESCRIPTION MFR & CATALOG NO |QUAN
@ 67 A POTENTIOMETER FURNISHED WITH THE VALVE | 4
III RESISTANCE TO CURRENT .
Z1-5, 6, 7 TRANSMITTER—OHMS INPUT e
@ »Z7-17 4-20 MA OUTRUT 117 V ACROMAG #819-8X-U | (7py)
) ) 60 Hz
MOTOR
RUN 2 PEN ELECTRONIC RECORDER
ZR-5. 6, 7/8 | 12° CIRCULAR CHART 0-100% | BRISTOL 4331-20A-060 2
—®)— —@)— » 6. LINEAR SCALE. 120 VS0O~19 ~600—-002—11N—200 (3FuT)
4-20 MA INPUT
— — LMIT SWITCH, STD CONST CW &
EMERGENCY] LS5 6. 7 CCW ROTATION, 1 NO 1 NC CUTLER HAMMER TYPE "L" | 3
STOP " A | CONTACT W/3" STANDARD LEVER #10316-H187-KL-17 (7FUT)
OPERATOR
O O _ OPEN TYPE "RYC™ RELAY WITH 3
@ R=105, 106, 107 | 220 v 60 Hz COIL & 4 NO NrOA 008 rum
M) CONTACTS
OPEN  CLOSE
_ POWER SUPPLY, 25 WATT _
\O/ @ JX-16, 17, 18 12 VOLTS DC BRISTOL 2007-408B 4
%%
)
VALUE
10% PRESSURE TRANSMITTER INPUT
L1-16 A | RANGE 0-120 H:0 TO 0-720 BRISTOL #2408—10A— }
) H0, 316 SS ELEMENT 411-110-110
4-20 MA OUTPUT
PUMP VALVE PT-17 18, 19 | PRESSURE TRANSMITTER INPUT BRISTOL §#2408—10A— 3
NO 6 s RANGE 0-150 TO 0-900 611-110-110
DETAIL NO 1 DIFFERENTIAL PRESSURE
@ FT-18A TRANSMITTER SET 10.8” BT J20 000~ 1
HO AP

NAMEPLATE SCHEDULE
T | DESCRIPTION

1 SILENCE

2 RESERVOIR FILL VALVE

3 SILENCE

4 PUMP/VALVE NO 1

5 NO 2

6 NO 3

7 NO 4

8 NO 5

9 NO 6

10 NO 7

1" NO 8

12 NO 9

13 NO 10

14 VALVE :8 12 POSITION

15 NS 2 DENVER WATER

16 :8 g ;w.{ﬁ)gﬁm#.w %w&%1

- NO 7 INSTRUMENTATION AND CONTROL

— :g : DETAIL AND SCHEDULES TYPICAL
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